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PATRICIA ELLER
PARCEL #001-03714-000

F.I.P.

P.O.B
F.I.P.

FND SIGNAL, 2' DEEP
MARKED WITH STAKE
N.W. CORNER
NW/4 SW/4 SECTION 10
T-1-S R-14-W

F.I.P.

ROMAN CIRCLE (50' R/W)

ROMAN CIRCLE (50' R/W)
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Sewer Manhole
Rim Elevation 423.96'
In West Elevation 410.01'
Out South Elevation 409.96'
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MH - D-3
STA 6+88.94
RIM ELEV = 421.99
8" PVC  INV IN ELEV = 413.29
8" PVC  INV IN ELEV = 413.29
8" PVC INV OUT ELEV = 413.19

MH - D-3
STA 6+88.94
RIM ELEV = 421.99
8" PVC  INV IN ELEV = 413.29
8" PVC  INV IN ELEV = 413.29
8" PVC INV OUT ELEV = 413.19

MH - D-2
STA 3+32.52
RIM ELEV = 428.76
8" PVC INV IN ELEV = 422.76
8" PVC INV OUT ELEV = 422.66

MH - D-1
STA 0+00
RIM ELEV = 451.69
8" PVC INV OUT ELEV = 445.59

MH - D-4
STA 9+17.12
RIM ELEV = 428.97
8" PVC INV OUT ELEV = 420.87

MH - B-1
STA 5+51.75

RIM ELEV = 417.57
8" PVC INV IN ELEV = 411.47

8" PVC INV OUT ELEV = 411.37

25.7

3.0

336' 8"PVC

(SDR-26) @ 6.79 %

356' 8"PVC

(SDR-26) @ 2.63 %

278' 8"PVC

(SDR-26) @ 2.73 %
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117 S. Market Street,
Benton, Arkansas 72015
PH.  (501)315-2626
FAX (501) 315-0024
www.hopeconsulting.com
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BULL DEVELOPMENT LLC

WATER & SEWER AS-BUILTS PLAN
ROMAN HEIGHTS SUBDIVISION PHASE 2

IN THE CITY OF BRYANT, SALINE COUNTY, ARKANSAS
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SANITARY SEWER AND WATER AS-BUILTS
ROMAN HEIGHTS SUBDIVISION PHASE 2

IN THE CITY OF BRYANT, SALINE COUNTY, ARKANSAS

SEWER LEGEND:

NOTE:
PROPOSED SEWER MAINS IS TO HAVE TRACER WIRE.
ALSO A NON-BIODEGRADABLE TAPE IDENTIFYING
THE LINE AS "SEWER"  MUST BE BURIED IN THE
TRENCH ABOVE THE SEWER MIANS.

SEWER SERVICE

WATER LEGEND:

SERVICE

SERVICE

FIRE HYDRANT 

REDUCER

GATE VALVE

SINGLE WATER

DOUBLE WATER

WATER

MAIN

NOTE:
ALL FIRE HYDRANT LEADERS HAVE A GATE
VALVE BETWEEN MAIN AND FIRE HYDRANT.
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WATER LINE
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